NEXT ASS'Y:

1

FINAL ASS'Y:

Y

GENERAL NOTES:

1. SEE ARCHITECTURAL DRAWINGS FOR ROOF OPENING DETAIL,

TYPICAL ALL AIR HANDLERS.

2. ALL AR HANDLERS ARE SUPPORTED ON A DEDICATED 12-14" ROOF
CURB. CONTRACTOR SHALL ADD ANY ADDITIONAL FRAMING MATERIAL

TO INSURE UNIT IS INSTALLEDFLAT.

3. PROVIDE ADEQUATE ANCHORS. ANCHORAGE SHALL BE DESIGNATED
BY CONTRACTOR AND SUBBMITED TO A/E FOR REWIEV.

4, SCRUBBED EXHAUST DUCTWORK MATERIAL SHALL BE LINED

STAINLESS STEEL. SEE SPEC. 15884.

5. INSTALL AIR FLOW MEASURING STATION (AFMS) AS PER
MANUFACTURERS INSTALLATION REQUIREMENTS.

6. CONTRACTOR SHALL COORDINATE DUCT ROUTING THRU TRUSS
W/ TRUSS SUPPLIER, BASED ON SPECIFY STEEL PROVIDED.
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